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1. This unit is intented for residential installation only.
2. Use this unit only in the manner intended by the manufacturer. If you have questions, contact 
 the manufacturer at the address or telephone number listed in the warranty.
3. Before replacing filters, servicing or cleaning unit, disconnect power cord from electrical outlet.
4. Installation must be done in accordance with all applicable codes and standards, including 
 fire-rated construction codes and standards.
5. This unit is not designed to provide combustion and/or dilution air for fuel-burning appliances.
6. When cutting or drilling into wall or ceiling, do not damage electrical wiring and other hidden 
 utilities.
7. Do not use this unit with any solid-state speed control device other than optional controls C34, 
 CMR or ACCGSC3.
8. This unit must be grounded. The power supply cord has a 3-prong grounding plug for your 
 personal safety. It must be plugged into a mating 3-prong grounding receptacle, grounded in 
 accordance with the national electrical code and local codes and ordinances. Do not remove the 
 ground prong. Do not use an extension cord.
9. Do not install in a cooking area or connect directly to any appliances.
10. Do not use to exhaust hazardous or explosive materials and vapors.
11. Do not run any air ducts directly above or closer than 2 ft (0.61 m) to any furnace or its supply 
 plenum, boiler, or other heat producing appliance. Do not connect the unit ducts to the furnace 
 ducts, neither return plenum or supply.
12. When performing installation, servicing or cleaning the unit, it is recommended to wear safety 
 glasses and gloves.
13. When applicable local regulations comprise more restrictive installation and/or certification 
 requirements, the aforementioned requirements prevail on those of this document and the 
 installer agrees to conform to these at his own expenses.
14. This product employs overload protection (fuse). A blown fuse indicates an overload or 
 shortcircuit situation. If the fuse blows, unplug the product from the outlet. Replace the fuse as 
 per the servicing instructions (follow product marking for proper fuse rating) and check the 
 product. If the replacement fuse blows, a short-circuit may be present and the product should be 
 discarded or returned to an authorized service facility for examination and/or repair.
15. Do not operate any fan with a damaged cord or plug. Discard fan or return to an authorized 
 service facility for examination and/or repair.
16. Do not run cord under carpeting. Do not cover cord with throw rugs, runners, or similar coverings.
 Do not route cord under furniture or appliances. Arrange cord away from traffic area and where 
 it will not be tripped over.

    WARNING! 

TO REDUCE THE RISK OF FIRE, ELECTRIC SHOCK, OR PERSONAL INJURY 

OBSERVE THE FOLLOWING:

CAUTION

1. To avoid premature clogged filters, turn OFF the unit during construction or renovation.
2. Please read specification label on product for further information and requirements.
3. Be sure to duct air outside – Do not intake/exhaust air into spaces within walls or ceiling or into 
 attics, crawl spaces, or garage.
4. Intended for residential installation only in accordance with the requirements of NFPA 90B.
5. The ductwork is intended to be installed in compliance with all local and national codes that are 
 applicable.
6. Do not use the AE60, EA 1500 or HV 1.5 unit when varnishing. Furthermore, if the unit is installed
 in the attic, it is highly recommended to block the stale air intake and fresh air register. The varnish
 vapors may damage the unit.
7. At least once in a year, the unit mechanical and electronic parts should be inspected by qualified
 service personnel.
8. If the unit is installed in the attic, it should not be turned off during the winter time in order to 
 avoid condensation inside the unit and inside the ducts.
9. During snow/rain storm, operate the unit in recirculation mode to prevent water build up in the 
 ventilator.
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ABOUT THIS MANUAL/PRODUCT

The purpose of this manual is to help you to install properly your unit, and to show you how to 
operate and do the maintenance. Please read completely before starting the installation.
Please note the illustrations are typical ones.
We welcome any suggestions you may have concerning this manual and/or the unit, and we would 
appreciate hearing your comments on ways to better serve you. Please forward all correspondence 
to us at the address indicated on the product registration card included with this manual.
This manual uses the following symbols to emphasize particular information:

    WARNING!

Identifies an instruction which, if not followed, might cause serious personal 

injuries including possibility of death.

CAUTION

Denotes an instruction which, if not followed, may severely damage the unit and/or

its components.

NOTE: Indicates supplementary information needed to fully complete an instruction.
Finally, we want to congratulate you on your purchase of this excellent unit which will allow you and 
your family to enjoy fresh air throughout your home for years to come!
NOTE: The unit does not require balancing because of its design.
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1. YOUR UNIT AND ITS PURPOSE

OPERATIONAL PRINCIPLES

The air exchanger is designed to eliminate problems of excessive humidity, to steady the 
temperature and the humidity and to filter and purify the air inside your house. The air 
exchanger carries out the following operations:

AIR RECIRCULATION:

The system recirculates the air inside the house, without exchanging with the outside.
This operation steadies the temperature and the humidity throughout.

FILTRATION:

When the air flows through the system, a mechanical filter traps dust particles.

VF0035

STALE AIR 
FROM BUILDING FILTERED AIR 

TO BUILDING

CIRCULATION WITH AIR EXCHANGE:

While continually circulating the air within the house, the unit also evacuates part of this 
stale air and replaces it with fresh dry air from the outdoors. The following extra benefits 
are thus obtained: expelling the excess of humidity during the winter months, ventilate 
the house on hot summer nights, elimination of stale air.

VF0034

STALE AIR 
FROM BUILDING

FRESH AIR 
TO BUILDING

STALE AIR 
TO OUTDOORS

FRESH AIR 
FROM OUTDOORS



5

2. TYPICAL INSTALLATIONS

Use the following illustrations as guidelines to help you decide where your unit will be 
installed. The unit should be hung to the joists, using chains and springs (included). If 
needed, this unit can be installed upside down. For more details, see Point 3. INSTALL THE 
UNIT.
In every case, bathroom fan and a range hood should be used to exhaust stale air. 
Also, for homes with more than one level, we recommend one exhaust register at the 
highest level.
NOTE: An electrical outlet (standard 3-prong grounding outlet) has to be available within
 3 feet from the unit.

 2.1 BASEMENT INSTALLATION

VH0053

Only one outside connection is needed when 
using the Tandem® transition* and the dual 
outside port*, simplifying the installation.
These two components are included in 
the installation kit no. 15273 (purchase 
separately).
NOTES: 1. See Point 2.3 MOUNTING 
  CONSIDERATIONS on next page 
  for required joists opening.
 2. The installation kit no. 15273 is 
  not available in the U.S.A.
*Patented.

 2.2 ATTIC INSTALLATION

VH0004

If the unit is installed in the attic, this unit 
must always be in operation during the 
winter season.
Use the installation kit no. EA20130 
(purchase separately).
NOTE: The installation kit no. EA20130 is 
 not available in the U.S.A.
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2. TYPICAL INSTALLATIONS (CONT’D)

 2.3 MOUNTING CONSIDERATIONS

VJ0030

This unit can be used for a retrofit application. Connect the existing ducts to the 
corresponding unit ports. If the previous stale air to outside duct and fresh air 
from outside duct are 5’’ diameter, install the 5’’ diameter adapters (included) 
over each of the corresponding unit ports. Also, if using the installation kit 
no. 15273 or no. EA20130 (not available in the U.S.A.), install these 5’’ diameter 
adapters. Use 4 screws (included) per adapter to attach them to the unit. See 
figure below.

The joists opening needed to install the Tandem transition must be 9¾’’ (248 mm)
minimum. Also, the maximum heigh of the tandem transition is 8¾’’ (222 mm). 
See Tandem transition end view below.
NOTE: The Tandem transition is included in the installation kit no. 15273 (not 
 available in U.S.A.).

VD0118A

8¾”
222 mm

9¾”
248 mm
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3. INSTALL THE UNIT

 3.1 LOCATING AND MOUNTING THE UNIT

Choose an appropriate location for the unit, far from the areas of the house 
where peace and quiet are desired.
 • So as to provide easy access for filter maintenance (sometimes, by 
  installing the unit upside down, it becomes easier to get to the filter).
 • Close to an exterior wall, so as to limit the length of the insulated flexible 
  ducts to and from the unit.
 • Away from hot chimneys and other fire hazards.
 • Allow for a power source (standard 3-prong grounding outlet).

VD0156

 3.2 TOOLS AND MATERIALS

 • Phillips or Robertson no. 2 screwdriver
 • Scissors or utility knife (to cut duct tape and flexible ducts)
 • Duct tape
 • Jig saw
 • A pair of metal shears (if the exterior covering of the house is aluminum 
  or vinyl)
 • A chisel and hammer (if the exterior covering of the house is brick)
 • Caulking gun and caulking

 3.3 HOW TO HANG THE UNIT

Use the 4 chains and springs in the hardware pack provided with the unit. 
According to your needs, the unit can be installed upside down.

CAUTION

Make sure the unit is level.
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3. INSTALL THE UNIT (CONT’D)

 3.4 PLANNING OF THE DUCTWORK

 • Keep it simple. Plan for a minimum number of bends and joints. Keep the 
  length of the insulated ducts to a minimum.
 • Do not use wall cavities as ducts. Do not use branch lines smaller than 
  4’’ (102 mm) diameter.
 • Do not ventilate crawl spaces or cold room. Do not attempt to recover the 
  exhaust air from a dryer or a range hood, this would cause the clogging 
  of the unit.
 • Be sure to plan at least one exhaust register on the highest lived-in level 
  of the house, if it has 2 floors or more.

 3.5 INSTALLING 6” DUCTS AND REGISTERS

3.5.1 STALE AIR EXHAUST DUCTWORK

CAUTION

If ducts have to go through an unconditioned space, always use insulated

ducts (purchase separately).

 • Install the stale air exhaust register(s) in the main area where the 
  contaminants are produced: kitchen, living room, etc. Position the 
  register(s) as far from the stairway as possible and in such a way that the 
  air circulates in all the lived-in spaces in the house.
 • If a register is installed in the kitchen, it must be located at least 4 feet (1.2 m)
  from the range.
 • Install the register(s) 6 to 12 inches (152 to 305 mm) from the ceiling on 
  an interior wall OR install it in the ceiling.
 • Attach one end of the 6’’ flexible duct to the stale air exhaust register, and 
  the other end to the unit stale air from building port, using tie wrap and 
  duct tape.

    WARNING!

Never install a stale air exhaust register in a room where a combustion 

device operates, such as a gas water heater, a gas furnace or a fireplace.

3.5.2 FRESH AIR DISTRIBUTION DUCTWORK

 • Install the fresh air distribution register(s) in a large, open area in the 
  lowest level to ensure the greatest possible air circulation. Keep in mind 
  that the fresh air register(s) must be located as far as possible from the 
  stale air register(s).
 • Install the register(s) in the ceiling OR 6 to 12 inches (152 to 305 mm) 
  from the ceiling on an interior wall. The duct length should be at least 
  15’ (4.6 m). (The cooler air will then cross the upper part of the room and 
  mix with room air before descending to occupant level.)
 • Attach one end of the 6’’ flexible duct to the fresh air distribution register, 
  and the other end to the unit fresh air to building port, using tie wrap and
  duct tape.
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3. INSTALL THE UNIT (CONT’D)

 3.5 INSTALLING 6” DUCTS AND REGISTERS (CONT’D)

3.5.3 SUGGESTED REGISTER LOCATIONS

BUNGALOW
Basement stairwell (A): Open, lateral.
One stale air exhaust register (1) in the 
highest lived-in level of the house and one 
fresh air distribution register (2) in the lowest 
lived-in level of the house.

VA0032

A1

2

BUNGALOW
Basement stairwell (A): Closed.
One stale air exhaust register (1) in the 
highest lived-in level of the house and one 
fresh air distribution register (2) in the lowest 
lived-in level of the house. For the closed 
stairwell, use floor grilles (A).

VA0033

A1

2

BUNGALOW
Basement stairwell (A): Open, central.
Two stale air exhaust registers (1) in the 
highest lived-in level of the house and one 
fresh air distribution register (2) in the lowest 
lived-in level of the house.

VA0034

A

1

2
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3. INSTALL THE UNIT (CONT’D)

 3.5 INSTALLING 6” DUCTS AND REGISTERS (CONT’D)

3.5.3 SUGGESTED REGISTER LOCATIONS (CONT’D)

MULTI-LEVEL
Basement stairwell (A): Open, central.
Two stale air exhaust registers (1) in the 
upper lived-in levels of the house and one 
fresh air distribution register (2) in the lowest 
lived-in level of the house.

COTTAGE
Basement stairwell (A): Open.
Two stale air exhaust registers (1) in the 
upper lived-in levels of the house and one 
fresh air distribution register (2) in the lowest 
lived-in level of the house.

COTTAGE
Basement stairwell (A): One part open, 
some parts closed (B).
One stale air exhaust register (1) in the 
highest lived-in level of the house and one 
fresh air distribution register (2) in the lowest 
lived-in level of the house.
For the closed stairwell, use floor grilles (B).

VA0035

A

1

2

1

VA0036

A

1

2

A

1

VA0037

A

1

2

B B
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3. INSTALL THE UNIT (CONT’D)

 3.6 INSULATED FLEXIBLE DUCTS INSTALLATION

CAUTION

Make sure the vapor barrier on the insulated ducts does not tear during 

installation to avoid condensation within the ducts.

Use the following procedure for connecting the insulated flexible ducts to the unit 
ports (exhaust to outdoors and fresh air from outdoors).
a) Pull back the insulation to expose the flexible duct.
b) Connect the interior flexible duct to the port using a tie wrap.
c) Carefully seal the connection with duct tape.
d) Pull the insulation over the joint.
e) Apply duct tape to the joint making an airtight seal. Avoid compressing the 
 insulation when pulling the tape tightly around the joint; compressed insulation
 loses its R value and causes water dripping due to condensation on the exterior
 surface of the duct.
a) b) c) d) e)

VJ0010

NOTE: In a retrofit installation, there maybe only one insulated duct already 
 installed for the unit ports.
 • If the unit is installed in the attic, connect this insulated duct to the 
  exhaust to outdoor port.
 • If the unit is installed in the basement, connect this insulated duct to the 
  fresh air intake port.

 3.7 EXTERIOR OPENING(S) INSTALLATION

3.7.1 TANDEM TRANSITION WITH DUAL EXTERIOR HOOD

If the joists are perpendicular to the ducts, or if the connection to the exterior 
hood is in a limited area, the installation will need 2 exterior hoods (or soffit 
grilles). Go to Point 3.7.2 or 3.7.4 for more details.
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1. For each duct, pull back the insulation to expose the interior flexible duct.

2. Connect the interior flexible duct to the smaller part of the Tandem transition 
 (5’’ oval) using a tie wrap.
3. Pull the insulation over the joint. Pull the vapor barrier over the insulation.
4. Apply duct tape gently to the joint in order to make an airtight seal. See 
 figures below.

3. INSTALL THE UNIT (CONT’D)

 3.7 EXTERIOR OPENING(S) INSTALLATION (CONT’D)

CAUTION

Always connect the exhaust air to outside duct on top section of the 

Tandem transition.

Dual exterior hood requires assembly. Using 2 no. 8 x 3/4” screws, assemble the 
top metal screen and the plastic grille to the dual exterior hood. Then, slide the 
bottom metal screen to the dual exterior hood. See illustration below.

VJ0023 VJ0024

3 4

VO0024

3.7.1 TANDEM TRANSITION WITH DUAL EXTERIOR HOOD (CONT’D)

VJ0025 VJ0022

EXHAUST AIR 
TO OUTDOORS DUCT 
ON TOP SECTION

1 2
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3. INSTALL THE UNIT (CONT’D)

 3.7 EXTERIOR OPENING(S) INSTALLATION (CONT’D)

CAUTION

The Tandem transition must be inserted in such way that the exhaust air 

to outdoors duct will be located on the top.

1. Using a jig saw, cut a 6’’ diameter 
 hole in the exterior wall and insert 
 the Tandem transition through this 
 hole.

1) EXHAUST AIR TO OUTDOORS DUCT

3.7.1 TANDEM TRANSITION WITH DUAL EXTERIOR HOOD (CONT’D)

VD0083A

18”
(457 mm)

The dual exterior hood must be installed at a minimum
distance of 18 inches (457 mm) from the ground.
See illustration at right.

    WARNING!

Make sure this hood is at least 6 feet (1.8 m) away (or more, as per 

applicable building codes or standards) from sources of contamination 

such as:

• High efficiency furnace vent

• Any exhaust from a combustion source

• Gas meter exhaust, gas barbecue-grill

• Garbage bin

VD0084

1
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3. INSTALL THE UNIT (CONT’D)

 3.7 EXTERIOR OPENING(S) INSTALLATION (CONT’D)

CAUTION

The exterior backplate must be installed with the word “TOP” pointing 

upward.

2. Join the end of the Tandem transition 
 to the rear of the exterior backplate.
 Secure with 2 Xmas tree pins and 
 seal properly with duct tape.

3.7.1 TANDEM TRANSITION WITH DUAL EXTERIOR HOOD (CONT’D)

VD0085

XMAS TREE PIN

VD0086

3. Lean the exterior backplate to the 
 exterior wall. 
 Using 4 no. 8 x 1½” screws, mount it 
 to the wall. Seal the outline with 
 caulking.

4. Snap the assembled exterior hood 
 on its backplate and secure with 
 2 provided screws (no. 8 x 3/4” long).

VD0087 SCREW
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3. INSTALL THE UNIT (CONT’D)

 3.7 EXTERIOR OPENING(S) INSTALLATION (CONT’D)

CAUTION

Due to its particular design, the dual exterior hood must be used only for 

exhaust hood when performing an installation using 2 exterior hoods.

Use the single exterior hood for supply air.

If this unit installation needs to have 2 exterior hoods, an additional exterior 
hood must be bought (sold separately, single exterior hood, part number 13940). 
Choose an appropriate location for installing the exterior hoods.

3.7.2 LOCATING TWO EXTERIOR HOODS

    WARNING!

Make sure the single exterior hood is at least 6 feet (1.8 m) away (or more, as

per applicable building codes or standards) from sources of contamination

such as:

• High efficiency furnace vent

• Any exhaust from a combustion source

• Gas meter exhaust, gas barbecue-grill

• Garbage bin

 • The dual exterior hood must be located at a minimum distance of 
  4 inches (102 mm) from the ground.
 • The single exterior hood must be located at a minimum distance of 
  18 inches (457 mm) from the ground.
 • There must be a minimum distance of 6 feet (1.8 m) between the hoods 
  to avoid cross-contamination. See figure below.

VD0094

EXHAUST

HOOD

INTAKE 
HOOD

6’
(1.8 M) 18”

(457 MM)

4”
(102 MM)

OPTIONAL

LOCATION

6’
(1.8 M)

4” (102 MM)
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3. INSTALL THE UNIT (CONT’D)

 3.7 EXTERIOR OPENING(S) INSTALLATION (CONT’D)

CAUTION

Make sure the insulated ductwork vapor barrier does not tear during 

installation.

3.7.3 CONNECTING INSULATED DUCTS TO TWO EXTERIOR HOODS

1. For each exterior hood, using a jig saw, cut a 6’’ diameter hole in the exterior 
 wall. Run each flexible duct through its respective hole in the wall.

CAUTION

The exterior backplate must be installed with the word “TOP” pointing 

upward.

VD0096

3. Attach the exterior backplate to the 
 exterior wall. Using four provided 
 screws, fix it to the wall. Seal the 
 backplate with caulking, as shown 
 beside.

4. Snap each assembled exterior hood on its respective backplate location and 
 secure each of them with their 2 provided screws.

VD0087 SCREW

A

B

VD0095

2. For each exterior hood, pull back 
 the insulation to expose the flexible 
 duct and, using a tie wrap, attach 
 it to the inner ring of the exterior 
 backplate. Carefully seal with duct 
 tape (A). Pull the insulation over the 
 joint. Pull the vapor barrier over the 
 insulation and over the outer ring of 
 the exterior backplate. Gently apply 
 duct tape to the joint making an 
 airtight seal (B).

VD0097 SCREW
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3. INSTALL THE UNIT (CONT’D)

 3.7 EXTERIOR OPENING(S) INSTALLATION (CONT’D)

3.7.4 LOCATING TWO SOFFIT GRILLES

If this unit is installed in the attic, use the installation kit no. EA20130 (not available
in the U.S.A.). Choose an appropriate location for installing the soffit grilles 
(included in the installation kit no. EA20130).

    WARNING!

Make sure the air intake grille is at least 6 feet (1.8 m) away (or more, as per 

applicable building codes or standards) from sources of contamination

such as:

• High efficiency furnace vent

• Any exhaust from a combustion source

• Gas meter exhaust, gas barbecue-grill

• Garbage bin

 • Do not locate where 
  prevailing winds blow the 
  stale air towards the fresh 
  air vent.
 • There must be a minimum 
  distance of 6 feet (1.8 m) 
  between the grilles to avoid 
  cross-contamination. See 
  illustration at right. VD0160

6’ (1.8 M)

3.7.5 CONNECTING INSULATED DUCTS TO TWO SOFFIT GRILLES

CAUTION

Make sure the insulated ductwork vapor barrier does not tear during 

installation.

2. Using provided screws, attach the 
 flexible duct to the ring of the soffit 
 grille. Carefully seal with duct tape. 
 Assemble the soffit grilles to the soffit. VI0014

1. For each exterior hole, using a jig 
 saw, cut a 4¼’’ diameter hole in the 
 soffit. Pull back the insulation to 
 expose the flexible duct. Run each 
 flexible duct through its respective 
 hole.
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4. CONTROL

 4.1 INSTALLATION OF THE CONTROL

CAUTION

Never install more than one control per unit.

2. Remove the cover plate control (1). If you prefer to 
 mount the control on an approved outlet box or an 
 approved mounting bracket (not included), discard 
 the backplate (2).

4. Splice back this end of the cable to access the 4 wires. Remove the insulated 
 sleeve of each wire ends. Make a loop with each bare end wire to hook them 
 to their corresponding screw. Connect YELLOW wire to “Y” screw, RED wire 
 to “R” screw, GREEN to “G” screw and BLACK to “B” screw. See illustration 
 below.

1. Determine the more convenient location for the control.

YELLOW
WIRE

    WARNING!

Always disconnect the unit before making any connections. Failure in 

disconnecting power could result in electrical shock or damage of the 

control or electronic module of the unit.

1

2

    WARNING!

To avoid risk of electrical shocks, never install another wire in the same 

electrical box than the one for the control.

    WARNING!

Make sure that the wires don’t short circuit between themselves or by 

touching any other components on the control.

RED
WIRE

BLACK
WIRE

GREEN
WIRE

3. Take one end of the control cable and pass it through the control backplate 
 (or outlet box or mounting bracket).
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4. CONTROL (CONT’D)

 4.1 INSTALLATION OF THE CONTROL (CONT’D)

6. Route the cable to the unit.

7. Remove the electrical box cover on the side of the unit.
8. Slide the sleeve (included) over the cable control and pass the cable through 
 the grommet.

5. Run the other end of the cable through the wall. Reinstall the cover plate. 
 Using wall anchors (not included) and provided screws, mount the control on 
 the wall. See illustrations below.

VD0157

VC0051

4
2

CAUTION

Keep control low voltage wiring at least 1 foot (305 mm) away from motors,

lightning ballast, light dimming circuit and power distribution panel. Do 

not route control wiring along with house power wiring. Avoid poor wiring

connections. Failure to follow these practices can introduce electrical 

interference, which can cause erratic control operations.

CAUTION

The sleeve must stay in the grommet. See figure below.

VC0052

1

3

5

1

2 3

4

1 WALL ANCHORS

2 CONTROL CABLE

3 CONTROL BACKPLATE

4 CONTROL

5 SCREWS

1 OUTLET BOX

2 CONTROL CABLE

3 CONTROL

4 SCREWS

1 2 3

1 CONTROL CABLE

2 SLEEVE

3 GROMMET
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4. CONTROL (CONT’D)

 4.1 INSTALLATION OF THE CONTROL (CONT’D)

9. Splice back the end of the cable to 
 access the 4 wires. Remove the insulated
 sleeve of each wire ends. Connect 
 each wires in their corresponding 
 terminal (YELLOW in “Y”, RED in “R”, 
 GREEN in “G” and BLACK in “B”).

10. Reinstall the electric box cover and 
 plug the unit.

VE0083 Y R G B 

 4.2 OPERATING THE CONTROL

VC0114

RECIRCULATION INDICATOR:
UNIT IS OPERATING ON 

NORMAL SPEED WITHOUT 
EXCHANGING AIR WITH 

THE OUTDOORS.

MAXIMUM INDICATOR:
UNIT IS OPERATING 

ON HIGH SPEED.

MINIMUM INDICATOR:
UNIT IS OPERATING 
ON NORMAL SPEED.

RESET HOLE:
ONCE THE FILTER MAINTENANCE IS DONE, RESET THE 
MAINTENANCE INDICATOR BY CAREFULLY INSERTING A 

SMALL ROD (E.G.: PAPER CLIP) IN THE RESET HOLE FOR 
1 SECOND. THE FILTER MAINTENANCE INDICATOR WILL 

TURN OFF.

MAINTENANCE INDICATOR:
FLASHES EVERY SECOND 
TO INDICATE IT IS TIME 
TO PERFORM BIANNUAL 
MAINTENANCE. SEE SECTION 5.
LIGHTS UP WHEN IT IS 
TIME TO PERFORM ANNUAL 
MAINTENANCE. SEE SECTION 5.

FRESH AIR INDICATOR:
LIGHTS UP WHEN SLIDE 

SWITCH IS ON MINIMUM OR 
MAXIMUM POSITION.
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4. CONTROL (CONT’D)

 4.2 OPERATING THE CONTROL (CONT’D)

• “O”: To stop the unit, slide the button on this position.

• MINIMUM: For a day-to-day usage, slide the button on this position. 
 The unit then will operate on normal speed.

• MAXIMUM: For a high speed operation, slide the button on this position.
 Generally used when extreme conditions occur, e.g.: parties,
 smokers, etc.

• RECIRCULATION: For a normal speed operation, without exchanging air with 
 the outdoors, slide the button on this position. This mode is 
 recommended in high humidity days (rain, heat wave). 
 Also, use it when the outside temperature is extremely cold 
 and/or the inside air is too dry. It can be used also to 
 recirculate the heat coming from a wood stove throughout 
 the house, or the fresh air from a cooling system.
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5. MAINTENANCE

 5.1 BIANNUAL MAINTENANCE

2. Clean filter
 • Remove filter.
 • Vacuum to remove most of the dust.
 • Wash with a mixture of warm water and mild 
  soap. You may add bleach if you wish to 
  disinfect (one tablespoon per gallon). Rinse 
  thoroughly. Shake filter to remove excess 
  water and let dry.
 NOTE: Washing the filter in the top tray of the dishwasher is possible, but the 
    aluminum frame might tarnish.

4. Reset the maintenance indicator by inserting a small rod (e.g.: paper clip end) 
 into the control reset hole. Press lightly until the Maintenance indicator light 
 turns off.

1. Disconnect the unit power cord.

    WARNING!

Risk of electrical shocks. Before performing any maintenance or servicing, 

always disconnect the unit from its power source. It is recommended to wear 

safety glasses and gloves when performing maintenance or servicing.

VD0005

VO0017

3. Plug back the unit

VD0006
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5. MAINTENANCE (CONT’D)

 5.2 ANNUAL MAINTENANCE

2. Clean filter
 • Remove filter.
 • Vacuum to remove most of the dust.
 • Wash with a mixture of warm water and mild 
  soap. You may add bleach if you wish to 
  disinfect (one tablespoon per gallon). Rinse 
  thoroughly. Shake filter to remove excess 
  water and let dry.
 NOTE: Washing the filter in the top tray of the dishwasher is possible, but the 
    aluminum frame might tarnish.

5. Reset the maintenance indicator by inserting a small rod (e.g.: paper clip end) 
 into the control reset hole. Press lightly until the Maintenance indicator light 
 turns off.

1. Disconnect the unit power cord.

VD0005

VO0017

4. Plug back the unit.

VD0006

3. Check the exterior air intake hood:
 • Make sure there are no leaves, twigs, ice or snow that could be drawn into 
  the vent.
 • Clean if necessary.

CAUTION

Even a partial blocking of this air vent could cause the unit to malfunction.
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5. MAINTENANCE (CONT’D)

 5.3 MASTER RESET

Use the master reset only if you perform the annual maintenance before the 
annual maintenance indicator is on. By inserting a small rod (e.g.: paper clip 
end) during 5 seconds and more into the control reset hole, a master reset will 
be done and both biannual and annual maintenance filter are reset.
If the control is on “O” position, fresh air light indicator will flash for 1 second.
If the control is on Minimum or Maximum position, the unit motor and the fresh 
air light indicator will turn off for 3 seconds.
If the control is on Recirculation position, the unit motor will turn off during 
3 seconds.

If the problem is still not solved, call your installer or the nearest approved Service Center.
You can also reach the Customer Service Department at the following telephone numbers:

Exclusively for model AE60: 1-800-637-1453.
Exclusively for model EA1500: 1-800-567-3855.
Exclusively for model HV 1.5: 1-866-737-7770.

PROBLEMS SOLUTIONS

1 Unit does not start on 
Minimum or Maximum position.

• Check breaker or fuse in main distribution panel.
• Check if there is 120V at the electrical outlet.

2 Unit does not run on Minimum,
but runs on Maximum.

• Check control wiring and control connections.

3 Unit does not work. • The fuse may be blown. Unplug the unit. Unscrew 
 the electrical enclosure. Check if the fuse is 
 blown on the electronic control board (the
 strand is broken). If it is blown, replace the fuse 
 with the exact same type.

4 Unit is not operating as per the 
selected mode.

• Check control wiring.

5 Control indicators do not work
properly or not at all.

• Check control wiring.

6 One or two control indicators 
blink and unit does not work.

• Thermistor error, contact your installer or the 
 nearest approved Service Center.

7 Air is too dry. • Avoid operating the unit on Maximum mode.
• Use the Recirculation mode.

8 Persistant condensation. • Turn on the central heating system.
• Store the firewood outside the house.
• Do not completely close curtains, blinds, etc.

6. TROUBLESHOOTING
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7. WARRANTY

WARRANTY - WHOLE-HOUSE AIR EXCHANGER
Venmar Ventilation inc. warrants to the original consumer purchaser of its products, that such 
products will be free from defects for a period of two (2) years, from date of original purchase. In 
Canada, the VENMAR WHOLE-HOUSE AIR EXCHANGER is fully protected by a 2-year warranty on 
all parts and labor in workshop. In United States, the VENMAR WHOLE-HOUSE AIR EXCHANGER 
is fully protected by a 2-year warranty on all parts. THERE ARE NO OTHER WARRANTIES, 
EXPRESS OR IMPLIED, INCLUDING, BUT NOT LIMITED TO, IMPLIED WARRANTIES OF 
MERCHANTABILITY OR FITNESS FOR A PARTICULAR PURPOSE. VENMAR VENTILATION 
INC. WILL NOT BE HELD RESPONSIBLE FOR ANY CLAIMS OVER THE ORIGINAL PURCHASE 
PRICE OF A VENMAR WHOLE-HOUSE AIR EXCHANGER, NOR HELD RESPONSIBLE FOR 
SUBSEQUENT DAMAGE OR INCIDENT. 

During the period stated above, Venmar Ventilation Inc. will, at its option, repair or replace, without 
charge, any product or part which is found to be defective under normal use and service. THIS 
WARRANTY DOES NOT EXTEND TO ANY FILTER, PREFILTER (IF APPLICABLE) OR CORE 
FILTERS (IF APPLICABLE). 

Warranty service is to be completed by an authorized Service Center designated by Venmar. Where 
applicable, in home service will be made available only in areas where a contracted service provider 
offers service. If in home service is not available, the product will be repaired or replaced at Venmar    
discretion by the nearest authorized service provider. The unit removal and reinstallation works are 
under the customer responsibility, and VENMAR VENTILATION inc. cannot be charged for them. 
This warranty does not cover a) normal maintenance and service, b) any products or parts which 
have been subject to misuse, negligence, accident, improper maintenance or repairs made by 
other than Venmar Ventilation Inc. or c) a faulty installation or installation contrary to recommended 
installation instructions. The duration of any implied warranty is limited to the 2-year period as 
specified for the express warranty. Some states or provinces do not allow limitation on how long an 
implied warranty lasts, so the above limitation may not apply to you.

VENMAR’S OBLIGATION TO REPAIR OR REPLACE AT VENMAR’S OPTION, SHALL BE 
THE PURCHASER’S SOLE AND EXCLUSIVE REMEDY UNDER THIS WARRANTY. VENMAR 
VENTILATION INC. SHALL NOT BE LIABLE FOR INCIDENTAL, CONSEQUENTIAL OR SPECIAL 
DAMAGES ARISING OUT OF OR IN CONNECTION WITH PRODUCT USE OR PERFORMANCE. 
SOME STATES OR PROVINCES DO NOT ALLOW THE EXCLUSION OR LIMITATION OF 
INCIDENTAL OR CONSEQUENTIAL DAMAGES, SO THE ABOVE LIMITATION OR EXCLUSION 
MAY NOT APPLY TO YOU.

REPLACEMENT PARTS AND REPAIR
In order to ensure your ventilation unit remains in good working condition, you must use Venmar 
Ventilation Inc. genuine replacement parts only. Venmar Ventilation Inc. genuine replacement 
parts are specially designed for each unit and are manufactured to comply with all the applicable 
certification standards and maintain a high standard of safety. Any third party replacement part used 
may cause serious damage and drastically reduce the performance level of your unit, which will 
result in premature failing. Venmar Ventilation Inc. also recommends to contact a Venmar certified 
service depot for all replacement parts and repair. 

CONDITIONS AND LIMITATIONS
These units are created for residential use only and must be used in a building as defined below:
Building: All structures zoned and/or erected for the act, process or art of human or animal 

habitation and/or the storage or warehousing of goods.

Residential use: Dwelling, lodging, suite: Building, or part of a building, intended to act as either 
the domicile to one or several people which can include general sanitary, 
food consumption and rest facilities. Buildings of only one room or a group of 
rooms including those occupied by a tenant or owner; comprise the lodgings, 
the individual rooms of the motels, hotels, rooming/lodging houses, boarding/
half-way/foster homes, dormitories, and suites, as well as the stores and the 
business establishments constituted by only one room in a dwelling.
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Commercial use: Agricultural establishment, commercial establishment for assembly, care, 
or detention: Building or part of a building that does not contain a dwelling, 
situated on land dedicated to agriculture or farming and used primarily to shelter 
animals, or for the production, the storage or the treatment of agricultural or 
horticultural products or animal food. Building or part of a building, used for the 
display or retail of goods, professional or personal services, or commodities. 
Building, or part of a building used by persons gathering for civic activities, 
religious or political assembly, tourism, educational/vocational training, 
recreation or the consumption of food or drink. Building, or part of a building 
used to shelter persons of impaired physical or psychological states, persons 
requiring palliative care or medical treatments, or persons for reasons out of 
their control, cannot escape harm or threat of danger autonomously.

Industrial use: Building, or part of a building, used for the assembly, the manufacture, the creation, 
the treatment, the repair or the storage of products and combustible materials 
and that contain fuels that when ignited or exploded in sufficient quantity may 
constitute a risk of fire. 

This warranty gives you specific legal rights and you may also have other rights, which vary from 
state to state or province to another. This warranty supersedes all prior warranties.

To contact Venmar Ventilation inc. warranty service call 1-800-567-3855. In order to qualify for a 
warranty claim, it is essential that the owner of a Venmar whole-house air exchanger must have the 
model and serial number along with a copy of the proof of the original purchase. In each case, travel 
costs are not covered by this warranty.

Venmar Ventilation Inc., 550 Lemire Blvd., Drummondville, Qc Canada J2C 7W9

7. WARRANTY (CONT’D)
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W
hat problem

 w
ere you trying to solve w

ith 
your purchase?  (Check each one that applies 
to you.)

 Bad odors
  Respiratory 
problem

s
  Excess of hum

idity
  Tem

perature 
standardization
  Lack of fresh air

  Dust
  M

ildew
  Allergies
  No specifi c 
problem

s
  O

thers

W
ho installed your unit?

  Hom
e builder

  Recom
m

ended 
installer

  Friend / fam
ily

  Contractor
  Yourself

Please read the follow
ing list of criteria 

carefully. Indicate the im
portance of your 

purchase decision on a scale of 1 (less 
im

portant) to 5 (m
ost im

portant). 

  Price  
  W

arranty 
  Product design 
  Ventilation 
capacity
  Filter m

aintenance 
indicator
  Filtration quality
  Recirculation

  Heat recovery
  Controls
  Ease of cleaning
  M

anufacturer’s 
reputation
  Ease of use
  Noise level
  O

ther

Q
uels problèm

es essayez-vous de résoudre 
par cet achat? (Cochez toutes les cases 
pertinentes)

  M
auvaises odeurs

  Problèm
es 

respiratoires
  Excès d’hum

idité
  Uniform

isation 
de la tem

pérature
  M

anque d’air frais

  Poussières
  M

oisissures
  Allergies
  Pas de problèm

es 
spécifi ques
  Autres (Précisez SVP)

Q
ui a installé l’appareil?

  Constructeur 
de la m

aison
  Installateur 
recom

m
andé

  Am
i/m

em
bre 

de la fam
ille

  Entrepreneur
  Vous-m

êm
e

Veuillez lire la liste des critères de sélection 
ci-dessous. Sur une échelle de 1 (étant le m

oins 
im

portant) à 5 (étant le plus im
portant), veuil-

lez indiquer l’im
portance de chacun d’entre 

eux dans votre décision d’achat.

  Prix
  Garantie
  Design du produit
  Débit de 
ventilation
  Indicateur 
d’entretien du fi ltre
  Q

ualité de fi ltration
  Recirculation
  Récupération 
de chaleur

  Récupération 
d’énergie
  Fonctions
  Facilité de 
nettoyage
  Réputation 
du fabricant
  Sim

plicité 
d’utilisation
  Niveau de bruit
  Autres 
(Précisez SVP)

W
ould you like to receive occasional inform

ational e-m
ail off ers including 

product updates and special prom
otions from

 us?  
Yes/N

o
Aim

eriez-vous recevoir plus de détails sur nos prom
otions, off res de rabais et m

ises à jour 
de nos produits?  

O
ui/N

on

A
re you connected? Please do not hesitate to com

plete the product registration 
card via our W

eb site at w
w

w
.bnv.ca

Enregistrez-vous en ligne! N
’hésitez pas à rem

plir la fi che d’enregistrem
ent 

du produit sur notre site Internet au w
w

w
.bnv.ca




